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Appendix
EC-Type Examination Certificate

Description of the equipment
Like resistance sensors, thermocouple sensors, and mineral-insulated, metal-sheathed thermocouple
sensors, the "ROTH" XW ***, XT ***, or XM *** series temperature sensors are used to measure the
temperature within areas containing liquid and gaseous media and dusk at risk of explosion.

The sensors are supplied with power and evaluated using certified, intrinsically safe power circuits.
The temperature sensor consists of a protective fitting with various process connections, a junction
head, or a cable. According to the design, the gauge slide is exchangeable. For the transfer of
measurement values using a uniform signal, such as 4 - 20mA, a measuring transducer can be built
into the junction head.

Nominal Ratings According to the Test Report

Notices According to the Test Report

Test Report 03-1K-0217.01 including extension 1

Special conditions for safe use

The particular notices (conditions) for installation and safe operation are set down in the operating
instructions.

Fundamental essential health and safety requirements
Fulfilled by the standards applied

Electrosuisse
Notified Body ATEX

Product Certification Fehraltorf, 2011-07-22
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